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ABSTRACT 
Previous studies have demonstrated that the performance of a cooling scheme based on a matrix of 
microfluidic cells with self-adaptive valves under unsteady and non-uniform heat load scenarios 
improves in terms of pumping power and temperature uniformity, compared to the ones from 
conventional microchannels and hybrid jet impingement/microchannel cooling devices. The behavior of 
the thermally dependent self-adaptive valves varies as a function of some design parameters. In this 
work, the impact of the valve’s characteristic curve on the cooling device is assessed to establish the 
basic rules for the valve design. The performance of a 3×3 microfluidic cell array is numerically studied 
under an unsteady and non-uniform heat load scenario. The results show that the valves which open at 
the most elevated temperature (control temperature of 90ºC) reduce by 15.5% the pumping power with 
respect to the valves opening at 60ºC, while improving by 25.0% the temperature uniformity and 
reducing both the overcooling and the fatigue. 
Keywords: Adaptive cooling; Temperature uniformity; Distributed cooling; Pumping power.  
NOMENCLATURE 
b valve width 
e valve eccentricity 
h valve thickness 
L valve length 
Ppump hydraulic power 
q" heat flux 
Q matrix of cells, total flow rate 
Qmax maximum flow rate (single cell) 
R thermal resistance 
t time 
Tin temperature inlet 
Tchip average temperature on the chip base 
Tchip,max  maximum temperature on the chip base 
 
ΔP difference of pressure 




Many applications, such as electronic devices or 
solar concentration receivers, are submitted to 
increasing heat flux densities, which implies the 
need of cooling devices that ensure their 
temperature control (safety function) without 
decreasing drastically their compactness. Liquid 
cooling devices based on microchannels 
(Tuckerman and Pease 1981) reach these goals as 
they provide very low thermal resistance 
coefficients. Nevertheless, this technology has two 
main drawbacks: large pressure drops, leading to 
high pumping powers, and poor temperature 
uniformity of the cooled object, implying reliability 
issues (Sharma et al., 2012). 
As a consequence, many papers and review 
articles are focused on enhanced microchannels 
(Dede and Liu, 2013; Khan and Fartaj, 2011; 
Naphon, Wiriyasart, and Wongwises, 2015) in 
order to deal with these drawbacks. Also other 
solutions, based on hybrid jet 
impingement/microchannel techniques have been 
proposed and tested experimentally (Barrau et al., 
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2010, 2012; Riera et al., 2015; Sung and 
Mudawar, 2006). Such cooling schemes have 
demonstrated their capacity to obtain prefixed 
temperature profiles along the coolant flow path 
(even uniform) when tailoring at the design stage 
their internal geometry to the heat loads. 
Furthermore, the hybrid jet 
impingement/microchannels devices generate less 
pressure losses than conventional microchannels 
and, consequently, need lower pumping powers 
(Barrau et al., 2011, 2014). 
These investigations have been carried out 
through constant and uniform boundary 
conditions while heat load scenarios are, for 
example in electronic applications, usually 
unsteady and non-uniform. (Riera et al., 2014) 
demonstrated that, at the design stage, the 
internal geometry can be tailored to both uniform 
and non-uniform heat loads in order to generate a 
wide range of temperature profiles. However, as 
the geometry is fixed, the cooling device 
performance is not optimum when the heat load 
changes, for example in a transient heat load 
scenario. Therefore, cooling devices are overly 
conservative and lead to oversized pumping 
powers. 
In recent works, a cooling device formed by a 
matrix of microfluidic cells with individually 
variable coolant flow rate has been assessed under 
non-uniform and time dependent heat load 
scenarios (Azarkish et al., 2017; Laguna et al., 
2017). The cooling scheme (Fig. 1) consists in a 
matrix of microfluidic cells (dimensions 1.2 × 2.0 
mm2) with thermally activated microvalves (Fig. 2) 
(McCarthy et al., 2008), which tailor the local 
coolant flow rate to the local need of heat extraction 
capacity, avoiding overcooling and improving the 
temperature uniformity (Laguna et al., 2017).  
 
 
Fig. 1. Microfluidic cell matrix with distributor. 
 
The self-adaptive valves are doubly-clamped 
beams, made with a high thermal expansion 
material with respect to the base on which they are 
fixed, that buckle when their temperature increases 
and therefore let the coolant flow through a slot 
located below them.  
The authors demonstrated that the performance 
further enhanced the one of conventional 
microchannels. Indeed, the temperature non-
uniformities were reduced by a factor of 3 while 
the pumping power was reduced by 89.1% 
(Laguna et al., 2017). These studies have been 
performed in ideal conditions, assuming the one 
dimensional approach presented by  (Sharma, 
Tiwari, and Poulikakos 2016) and a theoretical 
valve with an aperture, and therefore a local flow 
rate, that maintains the maximum temperature of 
the cooled object below a given critical 
temperature. 
However, as demonstrated by (McCarthy et al., 
2007) the characteristic curves of the self-adaptive 
valves depend on their geometry (Fig. 3). 
This behavior implies that the flow rate provided by 
the self-adaptive valve for a given set of boundary 
conditions does not correspond to the optimum one, 
which corresponds to the flow rate at which the 
maximum temperature of the cooled object is equal 
to the critical one. Therefore, the hypothesis of the 
one direction model, based on the isothermal 
assumption, is not verified. 
In this study, a numerical model is developed to 
assess the performance of the matrix of microfluidic 
cells with self-adaptive microvalves. This model, 
which includes the conduction between adjacent 
cells, allows the assessment of the impact of 
spreading on the overall performance. Furthermore, 
the impact of the microvalve characteristic curves is 
evaluated to establish design criteria for this 
component.  
2. DESCRIPTION OF THE COOLING 
DEVICE 
2.1 Geometry 
In this work, a microfluidic cell with an external 
size of 2 × 1.2 mm2 is used (Fig. 4). Its internal 
geometry consists in 6 tailored microchannels that 
increase the local heat extraction capacity along the 
flow path, according to previous studies (Laguna et 
al., 2017), counteracting the coolant temperature 
increase in the same direction.  
The coolant (water in this study) enters from a 
distributor through a 1 × 0.1 mm2 inlet slot located 
on the cell’s cold side (heat load opposite side) and 
exits by the outlet slot, with the same dimensions as 
the inlet, connected to the exit path of the 
distributor. The valve is located at the outlet, near 
the heat load surface (hereafter chip surface), to 
approximate its temperature to the chip one (x, y, 
z=0) and, therefore, to tailor the flow rate to this 
parameter.  
2.2 Numerical Models 
For all the numerical simulations, the coupling 
between heat transfer and fluid flow is included in 
the COMSOL Multiphysics CFD model in a steady 
state study with laminar flow model (maximum 
Reynolds number: 89).  
 









Fig. 3. Valve deflection results with h= 30 µm, e= 
1.5µm and L= 1mm (A), L= 2mm (B) L=3mm 
(C) (McCarthy et al., 2007). 
 
 
Fig. 4. MC6T design (dimensions in mm). 
At a first stage, a numerical study is carried out to 
assess the maximum flow rate needed to maintain 
the chip temperature below 100ºC at the most 
demanding boundary conditions (heat flux: 300 
W/cm2; inlet coolant temperature: 50ºC). For this 
steady-state study, the boundary conditions of the 
numerical models considered are indicated in Fig. 5. 
A mesh sensitivity analysis has been carried out and 
the final model accounts with 603921 elements.  
At a second stage, a numerical study is carried out 
with 9 microfluidic cells in a 3 × 3 cell matrix (Fig. 
6). This model has been implemented in order to 
take into account the conduction between adjacent 
microfluidic cells. Indeed, for non-uniform heat 
load scenarios, the characteristic curve of the valve 




Fig. 5. Numerical model. a) Boundary 
conditions, b) Mesh used. 
 
The performance of the microfluidic cell array is 
assessed for three microvalve models. For the three 
models, (hereafter, V60, V75 and V90) the 
microvalves open linearly from control temperature 
(60ºC, 75ºC and 90ºC, respectively) until complete 
opening is reached at 100ºC (Fig. 7). The maximum 
cell flow rate (Qmax) corresponds to the one 
obtained in the previous simulation in the most 
demanding situation. When the boundary conditions 
vary with respect to the worst ones, the flow rate is 
tailored to the base temperature through the 
temperature dependent microfluidic valve function 
(hereafter characteristic curve).  Below the control 
value, a residual flow rate (1% of Qmax) enters the 
cooling cell, as this kind of microvalve can’t close 
completely. This general trend of valve function 
corresponds to the results obtained previously (Fig. 
3, McCarthy et al., 2007). 




Fig. 6. Boundary conditions of the numerical 
model. 
 
Fig. 7. Microvalves aperture percentage versus 
temperature (characteristic curves). 
 
  
Fig. 8. Heat flux distribution at t1 on the 3x3 
microfluidic cell array. 
 
 
Fig. 9. Time dependence of the heat loads. 
 
2.3. Unsteady and Non-Uniform Heat 
Load Scenario 
A non-uniform and time dependent head load 
scenario, including hotspot and base heat flux 
zones, is applied to the 3 × 3 microfluidic cell array 
(Fig. 8 and 9). The hotspot (300 W/cm2), that fully 
covers the central microfluidic cell, is activated 
periodically (t1) while the surrounding microfluidic 
cells are submitted to a base heat flux of 150 
W/cm2. When the hotspot is not activated, all the 
cells are submitted to the base heat flux of 150 
W/cm2 (t2). 
Finally, in order to assess the global performance of 
the cooling device, the steady state results 
corresponding to the boundary conditions of t1 and 
t2 are integrated along a 5 minutes’ time period. 
3. RESULTS AND DISCUSSION 
3.1 Maximum flow Rate Assessment for 
a Single Microfluidic Cell in Extreme 
Boundary Conditions 
The maximum flow rate (Qmax) needed to maintain 
the maximum temperature of the heated area below 
100 ºC, and assessed for a heat flux of 300 W/cm2 
and an inlet coolant temperature of 50ºC (extreme 
boundary conditions), is 3.9 mL/min (Table 1). In 
these conditions, the thermal resistance coefficient 







                                                  (1) 
Table 1 Thermo-hydraulic performance of the 
cooling cell in worst conditions (300 W/cm2 and 










98.3 100.0 1.6·10-5 5.1 1384 
 
Compared to conventional microchannels or other 
internal geometries of the microfluidic cells 
(Laguna et al., 2017), the tailored microchannels 
allow obtaining a relatively low maximum 
temperature difference across the microfluidic cell 
base (5.1 ºC). The maximum chip temperature is not 
located near the outlet, but in the center of the 
microfluidic cell, due to the effect on the tailored 
microchannel internal geometry (Fig. 10).  
3.2 Performance of the Microfluidic Cell 
Array for Uniform and Non-Uniform Heat 
Loads 
The flow rate of each of the microfluidic cells is 
now assessed considering the characteristic curve of 
the self-adaptive microvalves (V60, V75 and V90) 
and the thermal conduction across the entire 
computational domain. The thermal maps of the 
3x3 microfluidic cells array, obtained for the 3 
microvalve models at t1 and t2, show that their 
characteristic curves have an impact on both the 
average temperature and the temperature uniformity 
(Fig. 11). 
When the heat flux is uniform (t2), the temperature 
distribution is similar for the 3 microvalve models, 
but the average temperature increases with the 
control temperature of the valve (Fig. 12). For the 
non-uniform heat flux distribution (t1), a similar 
trend is found, but a detailed analysis of the results  
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V60 50.0 20.2 87.1 96.5 2.2·10-5 14.0 817 2.75·10-4 
V75 50.0 18.6 89.3 97.9 2.4·10-5 13.3 818 2.54·10-4 
V90 50.0 16.3 93.4 99.8 2.6·10-5 10.5 908 2.47·10-4 
t2 
V60 50.0 18.3 86.0 88.6 2.4·10-5 5.0 559 1.70·10-4 
V75 50.0 16.5 88.7 91.3 2.6·10-5 5.2 482 1.32·10-4 
V90 50.0 14.1 93.2 95.8 2.9·10-5 5.3 390 9.18·10-5 
 
 
(Table 2) shows a different behavior for the central 
microfluidic cells depending on the microvalve 
model V60, V75 and V90. 
 
 
Fig. 10. Chip temperature distribution for 
extreme boundary conditions and maximum 
flow rate. 
 
On the one hand, the global flow rate (sum of all the 
single microfluidic flow rates) is decreased by 19.3 
% (Table 2) when microvalve V90 is used instead 
of V60 (at t1). Furthermore, V90 valve brings the 
maximum temperature closer to the critical one 
(100ºC) and improves the temperature uniformity 
by 25%. These results show that the elevated slope 
of the V90 characteristic curve is adequate to limit 
the overcooling and improves the temperature 
uniformity. 
On the other hand, the flow rate of the central 
microfluidic cell (at t1) is higher for V90 than for 
the other valves, causing a highest pressure drops in 
this cell and so, at the entire hydraulic circuit, as the 
cells are hydraulically connected in parallel. This 
result is due to the fact that the elevated slope of the 
V90 characteristic curve generates an improvement 
of the temperature uniformity of the array. 
Therefore, the spreading effect decreases and the 
central cell (submitted to the highest heat flux) with 
V90 valve has to absorb nearly all the heat that is 
fed into it. Meanwhile, for the other valves (V60 
and V75), the temperature non-uniformities 
generate thermal conduction heat fluxes from the 
central cell to the surrounding ones (Fig. 13), and 
the flow rates needed to maintain the temperature 
below the critical one are lowers. Quantitatively, the 
central cell with the valve V60, V75 and V90 
deliver by spreading to the other cells 28.14%, 
24.93% and 15.97% respectively. 
 
 
Fig. 11. Thermal map of the chip surface for a) 
V90; t1, b) V90; t2, c) V75; t1, d) V75; t2, e) V60; t1 
and f) V60; t2. 
 
So, for the non-uniform heat flux distribution (t1), 
the impact of the lower global flow rate of V90 cell 
on the hydraulic pumping power (Ppump), with 
respect to V60 and V75, is partially 
counterbalanced by its higher pressure drop. On the 
contrary, for the uniform heat load (t2), both the 
global flow rate and the pressure drops are lower for 
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the V90 microfluidic cell, lowering the pumping 
power needed with respect to the other 2 valves. 
In all the cases considered, the thermal resistance 
coefficient (R) of the 3x3 array of microfluidic cells 
increases slightly with respect to the single cell, as 
the flow rate per cell is lower. 
 
Fig. 12. Average chip temperature and its 
variation across the entire chip surface for t1 and 
t2 for each valve. 
 
 
Fig. 13. Power absorbed by each cell compared 
with the delivered power (%). 
 
3.3 Performance of the Microfluidic Cell 
Array in Unsteady and Non-Uniform Heat 
Loads 
The total flow rate of the 3x3 array of microfluidic 
cells varies depending on the heat load distribution 
at each moment, through the characteristic curve of 
the self-adaptive microvalve (Fig. 14). As exposed 
in the previous chapter, for both the uniform and 
non-uniform heat loads, the flow rate needed to 
reach the temperature restriction, 100ºC on the chip 
surface, decreases when the valve control 
temperature increases. The average flow rates of the 
3x3 array of microfluidic cells, along the time 
considered, with V90 and V75 valves are, 
respectively, 77.9% and 90.5% of the one with V60 
valve. This result indicates that, from the flow rate 
point of view, the design of the valve has to be 
focused to reach a quick aperture through a nearly 
discontinuous manner (perfect beam, (McCarthy et 
al., 2007)). 
The cooling device with the V90 valve maintains 
the maximum temperature of the chip closer to the 
critical one than the other studied valves, indicating 
that it reduces the overcooling of the system (Fig. 
15). Furthermore, the variation of the maximum 
temperature of the chip surface, for both the 
uniform and the non-uniform heat load, is lower in 
the case of the cooling device with the V90 valve 
(4.1ºC) than for V60 (7.9ºC) and V75 (6.6ºC). This 
result indicate that the V90 valve will induce less 
fatigue due to the thermal cycling than the other 2 
studied valves. 
The valve opening range is an indicator of the 
efficiency of the cooling solution. If the opening 
value is far from the maximum temperature, it will 
produce overcooling so will be less energy efficient. 
For this reason, the flow during all the integration 
time with the V60 valve is higher than with the 
other valves (Fig. 14). 
 
 
Fig. 14. Total flow rate along the time period. 
 
 
Fig. 15. Maximum temperature of the chip 
surface along the time period. 
 
 
Fig. 16. Pressure drop along the time period. 
 
For the non-uniform heat load (t1), the flow rate of 
the central cell is respectively 91.21%, 91.58% and 
98.08% for V60, V75 and V90 of the maximum one 
(Qmax). The higher flow rate in the central cell with 
V90 implies, for the non-uniform heat load, higher 
G. Laguna et al. /JAFM, Vol. 12, Special Issue, pp. 29-36, 2019. 
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pressure drops.  
The assessment of the time dependent total flow 
rate and pressure drops provides the hydraulic 
pumping power trend along the period considered 
(Fig. 17), assessed through Eq. (2). 
·pumpP P Q                                                   (2) 
 
 
Fig. 17. Pumping power of the whole cooling 
device along the time period. 
 
For the same temperature limitation, the average 
power consumption, assessed over a 5 minute 
period, of the V75 and V60 are respectively 4.53% 
and 15.49% higher than the V90 power 
consumption. The V90 valve tailors better the local 
flow rates to the heat extraction needs, maintaining 
the chip temperature closer to the temperature 
limitation. Also, as explained previously, the 
pressure drop is increased at t1 for V90 due to the 
lower spreading between the microfluidic cells, but 
this drawback is counterbalanced by the flow rate 
reduction. 
The pumping energy for the studied cooling device 
with V90, V75 and V60 valves (Evalve) is, 
respectively, 27%, 29% and 32% of the energy 
needed by the same cooling device but without the 
self-adaptive valves (Eno-valve), so without the 
capacity to tailor the flow rate distribution to 
unsteady and non-uniform heat load scenarios (Fig. 
18). Furthermore, V90 characteristic curve provides 
the highest temperature uniformity to the cooled 
surface (Fig. 18), indicating that a sudden change of 
the double clamped beam actuating as the valve is 
more appropriate than a progressive one.  
These results would vary as a function of the heat 
load scenario characteristics. 
 
 
Fig. 18. Evalve/Eno-valve and temperature uniformity 
depending on microvalve control temperature. 
4. CONCLUSION 
The impact of the behavior of thermally dependent 
self-adaptive valves on the performance of a 
cooling scheme based on a matrix of microfluidic 
cells with individually variable coolant flow rate is 
assessed. The self-adaptive valves are doubly-
clamped beams, made with a high thermal 
expansion material with respect to the base on 
which they are fixed, that buckle when their 
temperature increases and therefore let the coolant 
flow through a slot located below them. Previous 
studies show that the deflection of the beam, and 
therefore the variation of the flow rate through the 
valve, can present different behaviors (from 
discontinuous to continuous nonlinear) as a function 
of some design parameters.  
After showing that the unidirectional heat flux 
hypothesis, assumed by some authors, is not 
verified due to the non-ideal behavior of the self-
adaptive valves, a 3x3 array of microfluidic cells is 
proposed to assess the performance of the cooling 
device, taking into account the conduction between 
cells, for different valve characteristic curves. For a 
given unsteady and non-uniform heat load scenario, 
targeting the criteria of limiting the maximum 
temperature of the heated surface below 100ºC, the 
time-dependent distribution of the microfluidic cell 
flow rates is assessed. 
For the uniform heat flux distribution, both the flow 
rate and the pressure drop of the device using V90 
valve, the one with the highest control temperature, 
is reduced with respect to V60 valve, by 23% and 
30%, respectively. 
However, for the non-uniform heat flux distribution, 
the flow rate of the cooling device with the V90 
valve is still lower than the other studied ones, but its 
pressure drop is higher, counteracting partially the 
gains, in terms of pumping power, related to the 
lower flow rate of V90 device. Indeed, while the 
central microfluidic cell, submitted to the highest 
heat flux, of the devices with V60 and V75 valves 
spreads a relatively large part of the received heat to 
the surrounding cells (25 and 28%, respectively), 
V90 characteristic curve provides a distribution of 
the microfluidic cell flow rates that reduces the 
temperature variation across the heated surface and, 
therefore, the thermal conduction between cells 
(spreading of 15% to the surrounding cells).  
These behaviors imply that the energy needed for 
pumping along the time period considered is, for 
V90, V75 and V60, only 27.3%, 28.6% and 31.6% 
respectively of the one needed by a similar cooling 
device without microfluidic valves. Apart from its 
benefits in terms of pumping power, the higher 
slope of the V90 characteristic curve provides a 
better temperature uniformity of the cooled surface, 
limits the overcooling and reduces the temperature 
variations along the heat load scenario.  
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